GENERAL

Model Series 380AR Alarm Modules accept an RTD input signal and provide relay output actuation at a pre-set input signal level. The alarm module can be supplied with up to two output relays with separate trip-point and deadband adjustments. The trip-point adjustments have very high resolution by utilizing 22-turn potentiometers. Deadband adjustments are provided by 15-turn potentiometers. The relay outputs are single pole double throw contacts rated at 2A (117 VAC or 28V dc) with a resistive load. Alarm modules using hermetically sealed relays are available.

The RTD alarm module is built to customer specifications for a given temperature range and bulb type. Two or three wire RTD's may be used with spans as small as 5 Ohms. Leadwire compensation is provided for three wire RTD's.

The input circuit is electrically isolated from the power supply allowing the input to operate at common mode voltages of up to 100V dc. Input filtering is provided to minimize the effects of noise on the input signal.

Relay actuation can be converted from "normal" acting (relay energized above trip-point) to "reverse" acting (relay energized below trip-point) by cutting a jumper on the circuit board. This provides selectable fail safe action.

An L.E.D. is provided at the front of the circuit card (one for each relay) to provide visual indication when an output relay is energized.

MODEL DESIGNATION

<table>
<thead>
<tr>
<th>Basic Series Designation</th>
<th>3 B A R L - 2</th>
</tr>
</thead>
<tbody>
<tr>
<td>Designates RTD Alarm Module</td>
<td></td>
</tr>
<tr>
<td>Indicates Type of Output Relay</td>
<td></td>
</tr>
<tr>
<td>1 - Standard Relay (SPDT, 2A)</td>
<td></td>
</tr>
<tr>
<td>2 - Hermetically Sealed Relay (SPDT, 3A)</td>
<td></td>
</tr>
<tr>
<td>Indicates Number of Trip-Points</td>
<td></td>
</tr>
<tr>
<td>1 - Single Trip-Point (1 Relay)</td>
<td></td>
</tr>
<tr>
<td>2 - Dual Trip-Points (2 Relays)</td>
<td></td>
</tr>
</tbody>
</table>

MOORE PRODUCTS CO., Spring House, Pa. 19477
SPECIFICATIONS

Input: 2 or 3 wire RTD; minimum span, 5 Ohms
Sensor Current: 1 mA (max)
Input Impedance: 200,000 Ohms (min)
Input Isolation: Up to 100V dc
Repeatability: ±0.1% of span
Noise Rejection:
  Common Mode: 140 db at 60 Hz
  Normal Mode: 40 db at 60 Hz
Trip Adjustments: 22-turn potentiometers
Deadband: Adjustable; 20 µV to 5 mV
Response Time: 300 milliseconds
Output Relay(s):
  Standard: SPDT, contacts rated at 2A, 117 VAC or 28V dc, resistive load.
  Hermetically sealed: SPDT, contacts rated at 3A, 117 VAC or 28V dc, resistive load.

INSTALLATION

Using the Card Cage Enclosure Instructions as a reference (Service Instruction SD3801), set the keys as follows:

  Left Key:  V (vertical)
  Right Key:  H (horizontal)

If the alarm module is not factory calibrated, refer to the CALIBRATION section of this instruction. If the module is factory calibrated, insert the module into the proper slot in the card cage enclosure and make the electrical connections shown in the connection diagram.

CALIBRATION

1. Determine which trip mode is required for your application, "normal" or "reverse" acting. "Normal" refers to relay energized when input signal is above trip point (low fail-safe). "Reverse" refers to relay energized when input signal is below the trip point (high fail-safe). Refer to jumper location drawing and arrange as required.

2. Determine which gain mode is required in your application. The "narrow" and "wide" input span ranges are listed for each model in the SPECIFICATIONS section. The "narrow" span gives the best trip point resolution. If your trip point falls within the "narrow" range, its use is recommended. Refer to jumper location drawing and arrange as required.

3. Set deadband (DB) control to full CCW, then turn two (2) turns clockwise. This gives a deadband of about 20 µV.
4. The RTD alarm module is factory calibrated and compensated for the RTD it is to be used with. Connect the RTD to the module as shown in the connection diagram. Some means of varying the resistance of the RTD to the desired value is required.

5. Adjust the input to the desired trip-point.

6. Adjust the TRIP potentiometer until the relay operates. The associated LED will come on (when trip point is below input signal for "normal" acting, or when trip point is above input signal for "reverse" acting). Rock adjustment screw CW and CCW and get as close as possible to actual trip point.

7. If increased deadband is required, increase DB control. Vary input control and determine input values for drop-out and pull-in of relay. The difference of these values is the amount of deadband. Adjust deadband control and vary input until desired deadband is obtained.

8. Reset input to desired trip value and readjust trip for desired operating point. NOTE: If the deadband control is changed, the trip control should be readjusted.

MAINTENANCE

These instruments are solid state and require no maintenance on a regular basis, except for annual cleaning, blowing out dirt, and verifying calibration. If your alarm is not operating properly, we suggest removing it and giving a full bench check out. We find most problems are in the field wiring or other circuits, not in the alarm itself. If the problem is traced to the unit itself, conventional electronic troubleshooting methods suffice.
Notes:

1. DPDT units have one relay only.
2. Relay contact load limitations are listed under "OUTPUT" of the specifications section.
3. Contacts shown with output relay de-energized. Standard units are de-energized below "trip point", and reverse acting (R) units are de-energized above "trip point".

CONNECTION DIAGRAM
NOTES:
1. ALL RESISTORS 1/2W 10% UNLESS OTHERWISE SPECIFIED.
2. ALL NODES ARE ACROPAQ 100A-112 UNLESS OTHERWISE SPECIFIED.
3. ALL SEVEN DIGIT NUMBERS ARE ACROPAQ PART NUMBERS.
4. ALL PARTS MARKED W ARE NOT INSTALLED ON SINGLE RELAY MODELS.
5. THESE JUMPERS INSTALLED ON SINGLE RELAY MODELS ONLY.
6. R12 AND R14 ARE REPLACED WITH JUMPERS ON MODELS WITH HERMETICALLY SEALED RELAYS.

TABLE 1
SINGLE OPTION 9 10 11 12
Input Span Instantaneous Value
1.5V 0.5V 1.5V 1.5V

TABLE 2
SINGLE OR DUAL OPTION See Notes 4 & 5
ADJ. 1 ADJ. 2 ADJ. 3 ADJ. 4 ADJ. 5 ADJ. 6 ADJ. 7 ADJ. 8

TABLE 3
SINGLE OR DUAL OPTION See Notes 4 & 5
STANDARD DUAL STANDARD
ADJ. 1 ADJ. 2 ADJ. 3 ADJ. 4 ADJ. 5 ADJ. 6 ADJ. 7 ADJ. 8