INSTRUCTION INVOLVED

MYCRO 383 Multi-Point Display Station Installation And Service Instruction, SD383, Issue 1

SUBJECT

Canadian Standards Association approval

DISCUSSION

The following information supplements that found in SD383, Section 1.3, Model Designation and 1.4, Specifications.

A Model 383 Multi-Point Display Station that is CSA certified for use in Class I, Division 2, Groups A, B, C, and D hazardous locations will be identified on the station's nameplate by a letter C in the model designation's electrical classification location.

Service Publications Group

MOORE PRODUCTS CO., Spring House, Pa. 19477